RIVERSIDE PUBLIC UTILITIES DEPT.—UNDERGROUND STRUCTURES

8-21-72
C.1.C. INSTALLATION REQUIREMENTS
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NOTES:

REVISION

I. ALL TRENCHES FOR C.I.C. TO BE 45" DEEP., MINIMUM TRENCH WIDTH TO BE 18"
2. ALL C.I.C. INSTALLATIONS TO BE RANDOM LAY (NO DUCT SPACERS REQUIRED).

3. MINIMUM RADIUS FOR HORIZONTAL. SWEEPS TO BE 12.5' ON PRIMARY RUNS AND 4' ON
SECONDARY RUNS. MINIMUM RADIUS FOR RISER SWEEPS TO BE 3'.

4. SEE UGS-100.1 FOR REQUIREMENTS FOR EXCAVATION, PROTECTION AND BACKFILLING.

5. ALL C.1.C. INSTALLATIONS ARE DIRECT BURIAL UNLESS SPECIFIED
OTHERWISE ON JOB DRAWINGS.
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LATEST REVISION: CHG'D. TRENCH WIDTH FROM 12" T0 18" UGS ~125.2



